RHIC Physics Run 6

6-Feb-06

Time

22:00:00

I-dent

Blue Ring

SIN

P.S. Type

Analysis of All AGS Cold Snake Power Sup
Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis report
that Power Supply work is done for tonight. A successful ramp of the magnets has been
performed. The RHIC magnets have been left at park.

Fault ID

11-Feb-06

23:00:00

Yellow Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. ~JLN Yell
ring is ready for operation.

16-Feb-06

Maint

20-csnk-sol-ps,

Solenoid

The AGS cold snake p.s."s were ramped down to zero to set the Overvoltage on the helical p.s.
10 25V. The AGS cold snake p.5’s were ramped back up to operating current,

14-Mar-06

847:14

20-csnk-sol-ps,

Solenoid

MCR used the Wrong Ramp Rate when ramping down from operating current of 281,663 amps.
Proper Ramp Rate is 0.25 amps/sec but they had ramped at 0.68 amps/sec causing the unit to tri
on Error. No real magnet quench occurred, QaPlots did not register this fault and Cryo did not
see any signs of heat rise.

Error / Too fast
of Ramp Rate

5-Apr-06

5:27:22

20-csnk-sol-ps.

Solenoid

106:30 The A20-csnk-ps tripped on an error fault because the proper ramp rate was not followed
Don Bruno [ags] [ps] They were all ramped down at 3A/sec at the same time when the A20-
csnk-ps tripped on the error fault. The t1, 2 and sol should be ramped down to their desired
current first and then the A20-csnk-ps should be ramped down at 0.25A/sec. Then the A20-csni
s must stop at 30A for about 30 sec. If you know you are going to zero then it is faster to ramp
‘down the t1, t2 and sol at 3A/s to zero. Then just put the A20-csnk-ps into STBY without rampi
‘down. It would be nice if we had a program like the SnakeControl application for RHIC that ta
care of all of the proper ramp rates and you just type in numbers. -Don Bruno [ags] [ps] 06:43 |
misread the ramp down procedure for the cold snake, causing the power supply to trip on a
‘quench indication. After checking with cryo, they indicate that no temperature rise occured, and
the snake is ready for recovery. -LH

Error / Too fast
of Ramp Rate

9-Apr-06

6:58:12

20-csnk-sol-ps.

Solenoid

Apr-09-2006 07:23 An AGS cold snake quench trip occurred around 07:00, though there was
beam in the Ring (Siemens wasn't even pulsing). -ipj, vhs Apr-08-2006 07:40 Don Bruno is
investigating from home. -jpj, vhs Apr-09-2006 07:46 There was a qpa fan fault. | will need to
send CAS out with a fan interlock jumper plug and make sure the fans are still running with the|
plug in. -Don Bruno [ags] [ps] Apr-09-2006 08:02 Jumper installed, all three qpa fans are
spinning. Don is attempting to bring up the solenoid power supply now, with the helical supply
at current. -jpj, vhs Apr-09-2006 08:08 The solenoid is back at setpoint and MCR has the p.s’s
Don Bruno [ags] [ps]

ill
QPA Fan Flow
Switch Fault

12-Apr-06

11:37:50

20-gh-htd

Quench Heater

FEC hung up and the Reboot failed (software Issue to be looked into) causing Module A of the,
Quench Heater to fire. This caused the fuse to blow. Engineers swapped out Module A for
repair._(Time of call 12:14:00 to end of task 13:30:00)

Quench Heater

12-Apr-06

11:37:50

cfe-alg-qdl

Quench Detector

13:50 There was a FEC problem on the A18-qd1 quench detector. The FEC needed to be re-
booted. Even through the system was designed to be able to have the FEC re-booted and not
cause the quench detector's DSP to trip, | did not want to take a chance and had MCR bring all
the currents in the AGS cold snake to zero and then have the FEC re-booted. When the FEC wt
re-booted it caused the DSP to hang which in tur fires the quench protection heaters. The
energy from the heaters did raise the pressure in the AGS cold snake and therefore the
temperature by a small amount. The DSP wes reset and the quench detector is now working. In
looking at post mortem data | discovered that one of the quench protection heater power supplie
did not work. We had to replace the heater p.s... Also | asked the Cryo group to reduce the
pressure in the cold snake to near operating levels. -Ganetis [quench]

QD /Controls
fec/ Quench

Heater Blown
125 amp Fuse

13-Apr-06.

9:41:17

AGS Cold Snk

109:56 The quench wes caused by a reset of the a18-qd1 quench detector FEC. A reset of RHIC
‘quench detector FECs was coordinated with MCR and with George Ganetis. a18-qd1 was to be
specifically excluded from this reset. It was a mistake on my part that the reset was not carried
out as planned. -jtm

QD [Controls
fec

19-Apr-06,

Maint

Node Card

Node Card not responding properly, Team found UPS appeared to be overloaded and by cyclin
the power to the unit,

Node Card /
ups

20-Apr-06

12:51:30

20-csnk-ps

Helicle

Operating at 2.27amps, this was not a real quench as no heat was generated due to low current
‘and Qaplots did not register the event. Unexplained as to why the supply tripped, possible 3U
bucket or the Under Voltage Circuit is

off

24-Apr-06

13:31:28

20-csnk-sol-ps

Solenoid

Snapshot indicates that the Supply tripped on an Error Signal. Last command sent was an ON
‘command. Iref started out at 0.39amps, current indication was 1.12amps and when the ramp up
was given, Iref followed but current never moved causing the Error Signal to trip the supply. Ni
sure if the supply was really on. G. Heppner

Error Signal

15-May-06

2:08:56

20-csnk-ps

Helicle

Instead of using the Auto System to ramp down, MCR ramped the supply manually, using the
wrong ramp factor. (Ramped down at 2.81 amps / second rather then the recommended 0.25
amps/ second) Did not affect RHIC Operations.

Error / Too fast
of Ramp Rate

24-May-06

12:02:38

20-csnk-ps

Helicle

12:23 A20-csnk-ps tripped to the OFF state. The problem may be in the 3u control chassis (one
possible place) so | asked MCR if | should swap it out (about 45 min) or they could recover the
p.s. then the next time it trips to the OFF state we could swap out the bucket or | could have the
bucket ready and CAS could do it later. MCR chose to recover the p.s. -Don Bruno [ags] [ps]
12:47 All of the AGS cold snake ps's are at operating current. -Don Bruno [ags] [ps]

off

26-May-06

20:53:20

20-csnk-ps

Helicle

Operating at 237.84 amps, the supply tripped to the Off State. Unexplained as to why the suppl
tripped, possible 3U bucket or the Under Voltage Circuit is malfunctioning. CAS wes ready to
'swap out the 3U bucket nut MCR elected to retry.

off

26-May-06

21:26:34

20-csnk-sol-ps.

Solenoid

Snapshot indicates that the Supply tripped on an Error Signal. Last command sent was an ON
‘command. Current did not follow the Iref.G. Heppner

Error Signal

28-May-06

8:09:06

20-csnk-ps

Helicle

Operating at 237.84 amps, the supply tripped to the Off State. Unexplained as to why the suppl
tripped, possible 3U bucket or the Under Voltage Circuit is malfunctioning. CAS wes ready to
'swap out the 3U bucket nut MCR elected to retry.

off

29-May-06

8i55:42

20-csnk-sol-ps

Solenoid

Power Dip

Power Dip

29-May-06

9:48:20

20-csnk-sol-ps,

Solenoid

Snapshot indicates that the Supply tripped on an Error Signal. Last command sent was an ON
‘command. Current did not follow the Iref. G, Heppner

Error Signal

29-May-06

16:35:34

20-csnk-ps

Helicle

Operating at 237.84 amps, the supply tripped to the Off State. Unexplained as to why the suppl
tripped, possible 3U bucket or the Under Voltage Circuit is malfunctioning. CAS wes ready to
'swap out the 3U bucket nut MCR elected to retry.

off

29-May-06

17:21:5¢

20-csnk-sol-ps.

Solenoid

Snapshot indicates that the Supply tripped on an Error Signal. Last command sent was an ON
‘command. Current did not follow the Iref.G. Heppner

Error Signal

31-May-06

Maint

20-csnk-sol-ps,

Solenoid

Replaced qpa fan switches on A20-csnk-sol-gp_J. Wilke

QPA Fan Flow
Switch Fault

31-May-06

Maint

20-csnk-ps

Helicle

Inspected the 3U Chassis inner connections, By-passed the Under Voltage Circuit, checked the
Line AC connections from the AC Power Chassis above in the same rack, checked the Node
Card Cable st both ends. Tested Spare current regulator card for A20-csnk-sol-ps up to 10 amps
G. Heppner

off

AGS Cold Snake Power Supplies

Data Rescarched and Compited by Gregory . Heppnes



RHIC Physics Run 6

AGS Cold Snake Power Supplies

Date

6-Feb-06

Time

22:00:00

I-dent

Blue Ring

S/N

Loc.

SQ Ref:

Analysis of Snake / Spin Rotators

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis reports
that Power Supply work is done for tonight. A successful ramp of the magnets has been
performed. The RHIC magnets have been left at park.

Fault ID

11-Feb-06

23:00:00

Yellow Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. -JLN
Yellow ring is ready for operation.

23-Feb-06

14:03:48

bi5-rot3-2.3

5C

MSQ-003

Snapshot indicated that the Iref was scrathy while MCR was ramping up which in turn the curren
followed suite. While testing for relays, we checked the LOW RES card signals and they
appeared lower then usual. Will be replaced during the next maintenance day, March 1, 2006.
The 5b-qd1 Quench Detector tripped the supply due to an eratic signal. TECH REPORT Logged
in at15:47: The current regulator card was swapped out for bi5-rot3-2.3 because of bad relays on
the board. -Don Bruno [rhic] [ps]

t

wfg-error

1-Mar-06

Maint

bi5-rot3-2.3

5C

Replaced the LOW RES card and took new data. Numbers appear a whole lot better so returned
original Low Res Card s/n 154 back to Controls Group. GPH

Low Res Card

10-May-06

Maint

yo5-rot3-1.2

5C

Replaced a Fan fail on Y5-rot3-12 (2nd back from DX Magnet). MD and GPH

Fan Fail

18-May-06

19:21:52

yo5-rot3-2.3

5C

Gregg, Just to keep you up to date, | think there was a power dip today at the time this rotator
tripped. | know there was a power dip so | am guessing that is why this rotator tripped. Don

Power Dip

29-May-06

8:55:00

yo8-rot3-1.4 yo8-
rot3-2.3

9A

Power Dip
Recovery PR-
046

2006-May-29 08:55:00 Physics is off, a fairly severe power dip appears to have occurred. The
Linac is completely down, the Booster and AGS main magnets have tripped off. Both RHIC ring
have quenched, along with several RHIC snakes and Rotator. We are receiving pump room alarrr
for the Oppis cooling system, the Booster main magnet power supply and the PHENIX cooling
tower. 2006-May-29 11:15:00 J. Drozd is coming in to reset a node card in alcove 9a. (Affects
Yellow Rotator Magnets yo8-rot3-1.4 & yo8-rot3-2.3)

Node Cad Reset

15-Jun-06

16:21:00

bi9-snk7-2.3

9A

Alarm Log

For the longest time, this supply was indicating a "WfgRefRangeError" a difference of approx
2.24 amps between the wfg and the Current. Time permitted, access allowed17:40 D. Bruno
reports that the errors for bi9-snk7-2.3-ps are being caused by current regulator card. He will
replace the card at the next opportunity. -LH 17:48 The wfg output = 323.009. The low res card
output = 323.4A. The Setpoint card at the p.s.=323.4A. The setpoint at the current regulator card
= 320.4A. This is where the problem is. The current readback from the buffer card to the
MADC's is 321A. The pet page setpoint MADC readback is 321.49A, the pet page MADC
current readback is 321.31A. The current regulator card should be repalced when there is time. -
Don Bruno [rhic] [ps]

Test

16-Jun-06

9:05:00

bi9-snk7-2.3

9A

Ref to 15-
June-06

Tech Team Rich Conte and Mitch DeLaVernge replaced the Current Regulator Card and tested t
Operational Current through MCR.

Current Reg
Card

Data Res

fied and €

pited by Guegory 3. Heppner
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AGS Cold Snake Power Supplies

RHIC Physics Run 6

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

6-Feb-06 = 22:00:00  Blue Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. -JLN
11-Feb-06 | 23:00:00 @ Yellow Ring Yellow ring is ready for operation.

Data Researched and Compiled by Gregory P. Feppner



RHIC Physics Run 6

AGS Cold Snake Power Supplies

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

6-Feb-06 = 22:00:00 @ Blue Ring
2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. —-JLN
11-Feb-06 = 23:00:00 @ Yellow Ring Yellow ring is ready for operation.
07:14 Air flow fault on one of the 6000A quench switches in 1010A. | spoke with Tim
Costanzo and Joe DeCicco of CAS. They will put a jumper plug in and make sure the fans
are still spinning after MCR brings the yellow link back up. If one of the fans are not
spinning | need to be contacted again and we will have to replace the broken fan. -Don Brun:
[rhic] [ps] YO9DQPSW - status: Air Flow Fault. Day Crew invetigated and found all 3 filters
YIDQPSW clogged especially the lower filter (closest to the building entry door) and also found
24-May-06 = 6:24:08 @ Y10DQPSW 10A PR-044 Y10DQPSW filters partially clogged. Replaced all 6. MD and GH. Fan
Y9DQPSW
31-May-06 Maint  Y10DQPSW 10A PR-044 ' Y9DQPSW and Y10DQPSW quench switches Fan switches (6 per unit) replaced
2006-Jun-23 23:32:00 W. Louie has been contacted to investigate a UPS fault indication for
the Y9DQPSW quench protection switch that was received when the RHIC power supplies
were shut off for the storm.
23-Jun-06  23:32:00 @ Y9DQPSW 10A MCR 2006-Jun-24 00:30:00 The alarm eventually cleared, and Wing did not find any problems. UPS Fault

Data Researched and Compiled by Gregory P. Feppner
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AGS Cold Snake Power Supplies
RHIC Physics Run 6

Offical Hand Off of the B Ring to MCR for Run 5, Machine Setup 22:00 G. Ganetis

ig
6Feb06 | 220000 | Blue Ring been performed. The RHIC magnets have been lft at park.
2006-Feb-11 Y
10Feb06 | 230000 | Yellow Ring ellow ing s reacy for operation
2006
Feb20

with G_ Ganets. 2006-Feb-20 12:25:00 The Yellow Quench ink was pulled a a resutof | Quench Detector /|
20Feb06 | 121943 | cfe-10a-q62 MS-010_ reseting the Quench Detecton FEC. ‘Contrals FEC

12006-Feb-21.23:41:00 G. Ganetis cll 0 report a problem with the quench protection or th

o,
RHIC. 01011 n
George deector.
20Feb05 | 234100 3cadt | 3C | Noticed  andnowall the signals ae corect -Ganets Assignments
12006-Mar-22 17:56:00 Communicatons have been lost wlh cfe-Te-qdL. 2006-Mar-22
160500 APEX is off. We unecessarily ramped the RHIC magnets (0 zero before eseting
the FEC. Tequt,
Mar23.2006
1423 Lamp)
I four
22.Mar06 | 181057 | cfeToqdl | 7C_ | PSQ001 rebootasper MCR. -G. Hepprer [rhic] [quench] Contrals FEC
1454, with Wing Louie and
it wihil w Wwere down there.-Don Bruno [oue] [quench] Detaled Info: TB2-3,postive
lead Voltage \ GL n Alcove 5C, D
tipping both
BISSNKTB3_GL |
22Mar06 | 145453 | Soqui | SC | PSQ002 after,heated as caused bi-snkr-14 t quench G. Heppner Faulty Wire Tap
clesb.qdL
0 e meantime,
14.The
tage tap s
recovery. -LH v
170800, sbqdl
25Mar06 | 151820 | cleSbadl | 58 | PRODS |wasresel and was done by MCR Personel - G. Hepprer ‘Controls FEC
2006-Mar-20
We contact W. L
oo Hoft. we
Hoft. WL ,
tond 8b-ad2.
cerciay. We are
2006-Mar-24
26Mar06 | 19:0252 | cloSbod2 | 88 | PRODG hysteresi ramp. 2006 Mar-24 19:46:00 Hystresis ramp is complet. Contrals FEC
Quench Link Iterlockin Yellow i
Firstinut cropped was 12¢-p5L A (23:45,00 1681663 )
224500
122-ps1A dropped
25.Mar06 | 204500 | cle12aqi2 | 12A | PRADG |2350 This quench is happened because we had fo reboot cle-12-qd2. -NAK Contrals FEC
3.Mar06 | 16313 | cledbodl | 98 | PR.009 |Radition Effect to the 9b-qd quench delecor Other (Rad)

For,
{qd02_04052006_220537_02_A datBlue Aux 2 Quenched [SignalB1TQ6_VT Int

Wiong Time and
TApr0s | 151557 | 2bodiAx | 28 | PSFal Date Transter
au
e restarted. 2006-Apr-08 22:40:00 Cryo reports that they are coninuing 0 have
cle-sbgc2. We leave
amessage for L
We
ends.
SAp0s | 13224 | clesbad2 68 | PRON e reboot cf. Controls FEC
Yellow &
e retained.
12.Apr06 | 214147 | cloSbodl | 98 | PR026 prepedfora 111xi11 pd bunch pater il Contrals FEC
Ramping o zero. 2006-Agr-12 ‘Quench Detector /|
12.Apr06 | 232844 closbod2 | 68 | PR027 235400 Quench links are back up, Hysteress ramp. Controls FEC
cfe-Lhgat Itwas
This
13Ap05 | 93840 | cle-lbgdl | 18 PR-028/029 caused the Blue Ring 0 quench. G. Hepprer ‘Contrals FEC
sector. Afte nspect er
Hoff and W Lou i ‘Ganelis, e eboot
16.Apr06 | 135649 cfel0aqé2 | 10A | CRYO the FEC,restoring eryo communication with th secor, Controls FEC
&
ested Preventative
18.Apr06 | Maint | Allcfe-ods| AN | Maint _ used when the rings become operationl -Ganeti [other [quench] Comm. Loss
filer
personel. GH 11.23
10801 Jysis). Obeervaion

Magnet | Quench Detector /|
25.Apr06 | 102306 clel0aqdl I0A | PROG2 wasatlow current -G. Hepprer [rhic] [ouench]

The Sa-qd1 Temp
' Compensation
2May-05 | 41525 | cleSaqdl | 9A | PSQ016 now -Ganeli [quench] Accessrequired o make repar. Chael
Found Channel 5 of Card 1 (Dual Gain Mux Card) tht i responsile for the Temperature
Temp
MCR/Refto have been 0.3v. ReplacedCard and estored system back 0 opeation. D. Oldha, . Compensation
3May05 | 91500 | clesagul | 9A i, G. Hepprer Chamnel
-1
1006 | 42743 | clelbadl | 18 | PR i located in the 18 alcove. -Ganeis [olue] [quench] Other (Cable)
Ref 10 PR-028,
Module Chasss 1 not
et another fault. Measured Permit Cables, both ndicated Open an then continuity = 1.1
ohms goor) Then, the Output Signal o the Permit Module faled during Analyss and
1006 | 95610 | cletbadl | 18 | PR0SO required thatthe 1-qo1 Quench Detector be Restarted. Wing Louie & Gregg Heppner QD Restrt
1028 Tom Nolan, a

detecorin 1
‘quench detectors going and then contact MCR. -Don Bruno {ic] (5]
1135 The Blue and Yellow Link ripped due to a UPS Failcausing a los in pover o the

cle2badt s 105 of power

13006 | 8443 | cledbad | 28 | PR-059 | Hesters o Fire. . Heponer [hic [quench] ups Fail

Dot Bt ad Compitd by Gugo . Heppae



RHIC Physics Run 6

16-Feb

Type of:

Maint

wx

Sunny.

17:38: 1) The following ice ball  all ere found . no 2. Y87, b. Y1097, . Y126, y12-q7, d.
B10-07. 2) All of the RHIC snakes were ramped down to zero and put nto sthy for dx magnet training. Allof the RHIC snakes are back ON and have been
rampee bk up to operating curtent. 3) The AGS coldsnake ' wre ramped down to 2610 0 s he Overvltage on te hlicalps. 0 25V The AGS

ped back up 0] the RHIC ps.'s._-Don Bruno [hic] ps]

21Feb

Maint

Sunny.

16:45 1) The following ice ball tree heaters were investigated, ll were found to be operational, no repairs needed: a. YB-q7, b. Y8-gg, 2) All of the RHIC

into stoy for Allof the RHIC ON and have been ramped back up to
operating curtr. PLEASE DOUBLE CHECK THE SETPOINTS ON THE RHIC SNAKES. 3) T fofator ..’ areall on t 1 amp & Imesligae ylG qfo-
because it tripped on a DCOC fault. W did not find anything /apped out the voltage regulator
09-5¢t-p3 was run p 0 10A t in une th rsistance o the DC cables or )
agnets outof 4 or 295 N o probles were found. 7) Dx magne raiing, e mge s rined. Sz GEOrGe"s not in the e-0g. 8) One
(s

28-Feb

Maint

Sunny.

123:07: W handed the RHIC p.s.'s back to MCR after this ramp at 19:50. 1) Swapped current regulator card, firing card and buffer card for yo9-qd7ps. 2)
Replaced 19 D connector and 3u chassis backplane of yog-qd7-ps. 3) Swapped out current regulator cards of yo1-qfs-ps and b3-q8%-ps. 4) Replaced gate

in b2-q7-ps. 5) s 2B and 1 qpa in 4B. 6) Replaced one qpa in 48 because of bad fan
wichos T) Swapp ot b5 1072 Low R o ) Tested ot of e e TAPE bl qnch ecovery and yllow auench sy, 8 ok
polarity of bo2-tva-ps. 10) Checked leakage current of sector 6 spin otator tree haters. 11) Replaced node card cable of bil-tvé-ps. 12) Added fans fo
magnet rees BBQL, B8Q3, BIQ3 , BI2Q1, Y2Q1, Y2Q2 , Y2Q3, YOQ1 , YOQ3. 12) Replaced bad ice bll emperature sensor Y10-L7TB. -Don Bruno [rh
[ps]

15-Mar

Maint

Party
Cloudy

16:41 1) Swapped 3 channel isolation amplifier board of yog-qd7 and 1y a7 on SCR gate of yi3-gf7. C!
Jof b3-7 and they all looked good. 3) One Dx magret at16:30. 4) Swapped out gpa
\yo12-qdL, and yi3-f7. The original switches were leftin for be-q7. mqpa Tan ok Jumper plog wer emoved o e four Addd o plug
0 biS-qf9-ps and yi3-tad-ps. We now have qpa jumper plugs in bis-gf9, yo12-qd3 and bo10-qf6 and yi3-tad-ps. 5) Labeled tree heater crcuit breakers
properly in sectors 2 and 5. 6) Tested new version of TAPE but it is not ready yet. 7) Checked wiring of ground faultcircuit in warm dipole p.5.in 10A and
also fixed voltage: readback Bywerkdon Off rips of yod-qgt-ps and yi10- swos 9 worked onsector L yolage g his will ot o the
ught the

check these setpoints are ot 11) We als0 brought the RHIC snakes s restored to the c

17-Mar

Maint

Sunny.

109:49 I put yid-qa2 into the OFF stte to bring down the yellow link. This is i preparation for a Dx magnet training quench. We don't want to ramp yellow. -
Don Bruno [rhic] [ps] 11:03 4th DX magnet raining quench was located at B4DX with a et of 6120 Amps Checked all quench detector signals and

uench.-

(Ganets[oue] (quench] Dta Sore performe orlow curtent st on yoB-5<-9s from 0 Olamvs 100.30amps for unssmle Tow energy run. G. Heppner

28-Mar

Maint

Sunny.

18:53 RHIC ps Maintenance for 3/28/06 1) Installed insector 1 2) board of yo12-gd3-ps 3) Reset node card

in rack 6 of alcove 9A 4) Replaced bil-th compensation board. 5) Ramped blue zer0 and back up to Please check

that the snakes are at the correct setpoints. 6) Yi10-qf1-ps has a problem with a fiber for the wfg readback which controls will fix tomorow. 7) Sextupole

polarities were check on yo1-cqs10, yod-cgs9, y05-Cs10, yoS-cas10, boé-cas10, yiT-cas9. The polariies match the drawings. 8) One wire temperature

sensors were mounted on three XARCS0 magnets and 3 YARCS0 magnets. The cable was also pulled in for these 3 magnets in X and . Only 2 sensors

were connected. The rest will be connected on the next maintenance day. ) A dx magnet was trained. See George’s comment at 12:21. 10) Performed one
~Don Bruno [rhic] ps]

4-Apr

un-
Maint

Mixed

17:19 RHIC PS nscheduled Substation Fail, Ref to PR-018 ; 1) Swapped out y12-G89-ps. 2) Swapped the
sextupole magnet leads on yod-cqs9. 3) Swapped out bad qpa fan switches for yid-tad and bo3-gd7 and removed their qpa fan interlock jumper plugs.
Voliage on both plags ow mesure2m\ it newsices &) nsalled g o umpr neriock pmg for b2, volage o pl = 15V before
plug installed. 5) Hysteresis ramp. 6) George could not do (etwork

which caused cryo to lose information they needed for their magne( Hlows. This in turn led to snake magm quenches which i e nd yellow
rings quenching from the hot gas of the snake magnets quenching. -Don Bruno [rhic] [ps]

19-Apr

Maint

Sunny.

|Apr-19-2006 16:48 RHIC PS Work performed on 4/19/06: 1) Checked all qpa fan plug voltages. 2) Swapped out buffer card for bid-tg4 and now the voltage:
readback on psall looks correct. Jim did not find anything wrong with the butfer card. 3) Added yi10-dho, yod-gf2 and bid-tq6 apa fan plugs. 4) Re-
installed original Quench heater that was removed for AGS cold snake. 5 RHIC snake p.s's are in STBY. 6) Performed a hysteresis ramp with pp28. 7) All
RHIC p.5.s left at Injection. 8) George will be doing dx magnet training this evening. The control system should not be disturbed unless you check with
|George first. -Don Bruno [ic] [ps]

3May

Exper
Access

Cloudy !
Rain

May 3, 2006, 12:23, RHIC PS on 513/06: 1) Swapped out card for bo11-qd1 because of a bad relay. 2) Fixed problem with
192-d1. Swapped out a card. 3) Found loose ac connections on yoS-tv17. They were tightened. This could have been the reason for the off tr

14) Did not find any Yo4-tv17-ps but out fan was broken. This ps was being chec

e tipped off on 5/1/06. 5) Tested new snapshot server with Jontran st bt i ot ks ve willtry again on the next maintenance day.
5T 0A to make sure it in handing the p.s's back over to MCR because of a
o s o i st o 92-d1 which | did not know how to Sear on Erino [rhic] [ps)

10-May

Maint

Rain

[20:11 RHIC ps maintenance performed on 5/10/06: 1) Swapped out big-dod2-ps. 2) Fixed one wire temp string Y10, 3) Investigated ground fault on YARC
that was reset st night but right now nothing was found. We will probably look t this some more the next maintenance day. We ran up XARCS0 and
|YARCS0 and they looked ok. 4) Repaired rotator magnet cover fan. 5) Did self check of quench detection UPS's. 6) Replaced QPA fan switches in 5 QPA's
17) Connected the one wire temp sensors in YD1-YD3, XD1-XD3 still need to be done. 8) Replaced bi12-ta-ps. 9) Installed heat sinks on IC drivers on bil-
tq6. 10) Tried to test new plc program corrector fault into permit but it did not work this time. We will have to try again. 11) Data store done on some RHIC
p.s"s at park only. 12) Hysteresis ramp performed. -Don Bruno [rhic] [ps]

31-May

Maint

(Overcast /| pp

Warm

121151 RHIC p.s. Maintenance Performed on Wed May 31st: 1) 1010A 6000A quench switches Fan switch replacement. Two Quench switches had 6
witches in each quench switch. 2) Replaced YQ2 Thermostat and heater. 3) Installed one wire temp sensors on XD1-XD3. 4) Replaced qpa fan switches
/on A20-csnk-ol-qp. 5) Removed A20-csnk-ps 3u control chssis and jumpered Checked nod card cable

node card and at |, and was found. The tothe 3u

found to be off the wires wee ok. We are hoping this wil ix the OFF trips of
the A20-csnk-ps. 6) Tested Spare current reg card for A20-csnk-5ol-ps up to 10 amps. 7) Replaced yo1-qd1-ps to yol-qdL-qp signal cable. 8) Tested Ramp

e issue with the ramp it self i that the q3's go to a max value of 300A but the wfg wanted them to go higher so this need to be looked at.
9) Tested Ramp pp34 (31GeV). This seemed to work fine, no issues here. (Continued on the next line)

31-May

Maint

(Overcast/
Warm

10) Tested Ramp pp33 (10GeV). This seemed to work fine but we did a data store of the p.s. currents with the quench detector which we will have to look
at. 1) There is a poweer supply PP29 ramp. big-g89-ps ind must be replaced. bg-dho-qp needs to be looked
at because the IGBT's are not sharing current equally. We cannot run pp29 untilthese 2 problems are fixed. We estimate that we need 8 -12 hours to fix
these 2 problems because we need the line crew to lock out cicuit breakers for the main p.5-s in the substation of 10048. We are not allowed to throw the
disconnect switches in 10048 for the main p.s.s. We also need time to measure the current in the 2 IGBT's of be-dh0-gp in order to fix the problem. 12) We
were delayed i finishing our testing because of what we believe to be network problems on the quench detectors. 13) Recovered the snakes an

rotators. 14) Ren the pssatioAso the DC cables. 15) MCR Performed Hysteresis ramp with
5528, -Don Bruno (i 5]

8un

Maint

Cloudy

19:39 W were unsuccessful in powering the rings to full current. We did repair hich took 6.5 hours.
e morning. We thn tred our 15t amp and we had a problen with the eplacement for i-G8S-ps. We fia f relaceitwith anther .. The lne crew s
to be called every time we want to swap outa ps., 5o it takes a ot longer to do. Afte that ps. was tested to it operating current we then tried another
ramp. This time bo3-qfé-ps caused the link to trip and we had to replace the card. Also on this ramp
et mondo k. A s ot v e p afr iyl o s, ey take 2 couple of shifts to get the system to fullcurrent. -Ganets [rhic] [ps]

ths period was the e from 102 o 111/ Internal of Power Supply) Time allowd was 12 hours = 7
minutes. Actal Time = 685 minutes, CEPS is vespnnsmle for 165 minutes. Ref to QLI Events for addition time against CEPS.

June 200
June 21

Switchover to 500GeV: LD (June 20, 2006) = 17:25:25, L/U (Back to MCR June 21, 2006) = 03:30
1) Work on the Mains (Insalled a Capacitor Filter on the Main Contactor of the Blue Main Dipole, Searched down loose connections o other causes for
the Lost 24 Volt Signal in the Hot Box of the Yellow Main Quad)

12) Quench Detector Software Changes and fixes

3) Bo3-tg4-gpa Fan Bypass Jumper Installed

4 B2 Fus Pl (Therml Checked all 4 GBT appered 1 b haringequal curen, Inspctd l connetions,rplacedall 4 1GBT Drivers of

5) YiT-sxcps Quench el from modiied nd f o Ramp (VCR tsue
6) High Power Test to 5000 amps for over ane hour (Inspected all power supplies during this period)

AGS Cold Snake Power Supplies
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AGS Cold Snake Power Supplies

RHIC Physics Run 6

Modified with the Fan Bypass System. Too many Fan Faults in the past due to Faulty Air

Prep for Vane switches. This new system will help bring back Operations and minimize down time,
Summer 05 | Run6 ALL Al during the off shifts only if actual fans are okay.
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run 6 yol-sxf 1046 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run6 bo3-sxd 990051 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run 6 yi3-sxd 990047 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run 6 bo7-sxf 990045 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run6 boll-sxf | 990058 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run6 boll-sxd | 990055 Replaced Resistor with proper value, tested and restored to operations. J. Drozd
Prep for SCR Driver Card contained the wrong value resistor causing the FET's to short.
06-Jan-06 Run 6 yill-sxd | 990043 Replaced Resistor with proper value, tested and restored to operations. J. Drozd

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

6-Feb-06 | 22:00:00 | Blue Ring

04:05: The Blue ring quench recovery is failing on what appears to be a fan fault on the
quench protection assembly (QPA) for the bo7-tq4-ps power supply. G. Ganetis is
investigating the problem from home. 04:15: G. Ganetis suggests that the fan on the QPA
be bypassed by CAS. This supply is not keeping the main quench link down so we can
begin threading the beam into RHIC while CAS works on bypassing the fan interlock on
the QPA. 04:20: D. Bruno has been called to instruct CAS on the proper QPA bypass
procedure. 04:52: CAS has completed the QPA fan bypass for bo7-tq4-ps. The supply is
now functioning properly. Tech Team replaced 2 fan switches during the day and

7-Feb-06 4:05:00 bo7-tg4 8B MS-001 |removed the bypass jumper for the fan circuit. Fan
Prep for
09-Feb-06 Run 6 y6-089 990163 6B Replaced Controller Board. Tom Nolan
2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. -JLN
11-Feb-06 | 23:00:00 | Yellow Ring Yellow ring is ready for operation.

y6-q89-qpa swapped out because ON status would not go away on the QPA. Another gpa
in the same slot had a problem last week because the fan fault would not go away and it

Prep for turned out to be something on the controller card. Tech Report 2-15-06: Ribbon Cable
11-Feb-06 Run 6 y6-089 990167 6B |End of P6 that mates with J6 On Status

Tech report: One of many that had the new bypass fan jumper installed to prevent false air
flow trips, this QPA did in fact have faulty Fan Switches and required replacement. New

1-Mar-06 maint bo3-qfe 990097 | QP08 4B QPA installed is s/n 990104 by JW and TN. Fan Switches
Fan Switches Replaced: yi2-qf3-gpa (3), yi2-qf9-qpa (3), bil-qd2-gpa (2), yol-tq6-gpa 13 Fan
1-Mar-06 maint Multiple All (2), b-gtrim-gpa (3). A total of 13 switches. TN and JW. Switches

2006-Mar-31 22:18:00 A Blue QLI occurred during the hysteresis ramp, specifically while
the magnets were ramping up from part to injection. bo3-qd7 is indicating a QPA fan fault.
2006-Mar-31 23:19:10 RHIC QPA Power supply b03qd7 has a fan fault / installing jumper|
31-Mar-06 | 22:18:55 | bo3-qd7 4B PR-011 |as per D. Bruno / Fault cleared and supply is back on. [rhic] QPA Fan

2006-Apr-02 21:04:00 The Cryo Control Room reports that no temperature rise has been
observed in 7 or 8 o'clock, though a short lived lead flow communications problem was
experienced in 4 o'clock after the abort. The QLI appears to have been caused by a QPA
fan fault at y8-g6. Contacting D. Bruno. 2006-Apr-02 21:15:00 R. Difranco and H. Ashby
have installed a QPA fan fault jumper for y8-q6, per Don's instructions. They will confirm
the state of the fan while quench recovery is run. 2006-Apr-02 21:23:00 The QPA fan did
not spin up during quench recovery. Don is instructing CAS on swapping out the QPA
module. 2006-Apr-02 22:15:00 Rich and Henry have swapped out the QPA for y8-q6. QPA Replaced
Yellow quench recovery is underway. 2006-Apr-02 23:16:53 2100 Y8-Q6 bad fan on (Internal Fan

2-Apr-06 | 20:48:08 y8-06 990092 | QP08 8B PR-016 |QPA. Replaced the QPA with spare unit s/n 990097. [rhic] Fail)

6-May-06 | 11:58:45 big-qfl 8B PR-041 |13:10 bi8-qf1-gpa fan fault caused the blue link to drop here. -Don Bruno [rhic] [ps] QPA Fan
12:57 bi-gf1-gpa fan fault. I installed a jumper plug and made sure the fans were still

6-May-06 | 12:12:32 big-qfl 8B PR-042 |spinning and then handed it back to MCR. -Don Bruno [rhic] [ps] QPA Fan

31-May-06: QPA generated a Fuse Fault during the High Energy Ramp Test. IR Gun
showed one IGBT Warm while another Cold. Possible not sharing the Load at Higher
Currents but okay for the current Polarized Proton Run. 8-Jun-06: Found looking from the
back, Right IGBT Module Blown. Replaced Module Type CM600HA-24H and IGBT
Driver Card as well. Tested to 400 amps, Both IGBT's now sharing the load evenly. D. IGBT Module
8-Jun-06 maint b8-dh0 QP10 8B maint | Bruno, G. Heppner, W. Louie |Blown
2006-Jun-22 22:36:58 QPA yi7-sxf fan trouble. As per D. Bruno, we installed a fan
jumper, but one fan was not working. Replaced QPA. Back on O.K. -cz [rhic] (Replaced
22-Jun 20:21:43 yi7-sxf 990063 | QP-02 B MCR___|unit with s/n 990059) Tech Notes: Replaced bad Fan 028245 QPA Fan

At first it was believed that this supply was being ramped too fast. Jun-26-2006 10:16 |
think | misdiagnosed the problem with yi2-tq6. After looking at it some more | thought that
the reason for the high voltage on the output could be that the energy extraction resistor
was always in the circuit. This morning Tom Nolan swapped out the gpa and now it
appears to be operating ok. -Don Bruno [rhic] [ps]y (6 Events Started on June 25 for a
total loss time of 328 minutes for Operations) Team dispatched at 08:05 to replace unit.
Finished 08:50:00 (Replaced unit with s/n 990194) Down Time is total of Failures plus
26-Jun-06 | 6:56:01 yi2-tqé 1048 2B MCR __|Repair Time = 373 minutes Crowbar

Data Researched and Compited by Gregary 9. Heppes



RHIC Physics Run 6

MachineSetup 22:00

e
IRHIC magnets have been et at park.
GFeb05 | 220000 | BlueRing
2006 L1 230,00 George i done for th gt and has given us he green light ~LN Yellow
11.Feb 06 | 230000 | Yellow Ring. ing i ey for opeaten.
.
15Feb0s | M6 | bamain time, (Coldbox larm.
dipoles i ot 2006.Feb 23
EditorsNoe: ellow Li
20Feb06 | 191130 | yamain | MS012 |fora Tech Time Loss of 24 minues TAPE Saled
et
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19153516 Carl
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RHIC Physics Run 6

6-Feb-06

22:00:00

Blue Ring

AGS Cold Snake Power Supplies

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

6-Feb-06

22:16:59

b12-g6

115

12A

MS-001

Power Supply b12-g6 had tripped to the off state. No action taken, TAPE was able to restore
for now. During the day, Techs replaced Control Card, Digital Iso Card and the HKPS.

Off

11-Feb-06

23:00:00

Yellow Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. -JLN
Yellow ring is ready for operation.

25-Jun-06

14:05:11

yol-qf8

108

2B

PR-085

Jun-25-2006 18:11 The Yellow Link tripped due to a faulty House Keeping Power Supply for
yo1-gf8. | found both fuses had failed and tried replacing them once. The Supply then worked
but as MCR had just restored the Blue Link, the Control Power for yo1-qf8 failed once again.
This time, swapping out the HKPS fixed the problem. -G. Heppner [rhic] [quench] Replaced
with s/n 097

HKPS

Data Researched and Compiled by Gregory P. Feppner




RHIC Physics Run 6

Date

6-Feb-06

Time

22:00:00

I-dent

Blue Ring

Sector

QLI Ref:

Analysis of Ice Occurrences
Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis reports that Power
Supply work is done for tonight. A successful ramp of the magnets has been performed. The RHIC magnet
have been left at park.

Fault ID

11-Feb-06

23:00:00

Yellow Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. ~JLN Yellow ring is
ready for operation.

15-Feb-06

Low Temp Alarm, Team found a faulty heater and replaced.

Low Temp

15-Feb-06
16-Feb-06
16-Feb-06

Low Temp Alarm, Team found three (3) faulty heaters in this section and replaced.
Ice ball tree heaters were investigated, all were found to be operational, no repairs needed
ce ball tree heaters were investigated, all were found to be operational, no repairs needed

16-Feb-06

Heaters

ce ball tree heaters were investigated, all were found to be operational, no repairs needed

Low Temp

17-Feb-06

21-Feb-06

20:15:00

23:16:00

Valve Box

PN7Q51 CBi#4

2006-Feb-17 20:15:00 G. Ganetis was contacted about a 6 o'clock valve box temp out of range alarm, and also

o find out about the potential impact of missing all of the temp and humidity data from 1008. He will
investigate the 6 'clock alarm, and feels that the 1008 problem is not so critical that it needs to be resolved
overnight. A message was also left for W. Louie. 2006-Feb-17 23:59:00 Wing returned our call. We will
attempt to contact H. Hartmann again about the "o Labview data” alarms first thing in the morning on
Saturday.

22:46:47 G Ganetis has contacted MCR regarding low temperatures in the 6 oclock rotator region. He
believes that the heaters for preventing iceballs may be off in that area. D Bruno has instructed CAS in turn
‘on the heaters; they will go in when we ramp down next. 2006-Feb-21 23:16:00 Ramping down from full
energy in RHIC. Preparing for CAS access to repair ice-ball heaters in the 6 o'clock sector. 2006-Feb-21
23:27:00 Machine development off. Access into RHIC begins. 2006-Feb-21 23:30:00 Access complete. C
reset breaker #4 at panel 7Q51for the heaters.

s
Breaker Trip

24-Feb-06

8:56:13

Temp String

Band Y 10
and 11

Loss communication (IceBall No LabView Data) with Blue and Yellow Sectors 10 and 11. An AC Reset
performed using FIT. However, this reset requires an Operator to wait 45 minutes until the system is restor
and data begins to read once again. This has happened before (reference to 17-Feb-06) and has been taken
wiith the Specialis as to why this takes 50 long and what can be done to fix the long wait. W. Loue.

d

p
IceBall Data

28-Feb-06

7:20:16

Y10-17T8

10

Sensor not responding. (Iceball No LabView D: sensor reading okay, to be replaced during
maintenance day March 1, 2006

Xt
Sensor Fail

1-Mar-06

maint

Y10-17T8

10

Sensor Failed6D0000003FCED1 ith 1D # £28 and Database updated.

2-Mar-06.

13:20:17

62-15T8

Sensor not responding. Tried an AC Reset but did not work. Put on the RING Access list as a low priority.
the redundant sensor is reading fine. Wil replace next maintenance day if not allowed access before hand.

as
Sensor Fail

3-Mar-06
9-Mar-06

Multiple
Ring Entr

10 string
b2-15T8

System showing entire string fails (not responding) and then clears. This has happened several times and
system re-boots by the experts seemed to not work. Put on the maintenance day list for access to investigat
possible loose wiring connection.

Sensor was fine, wrong Address 1D was placed into the data base and had to be corrected.

a
Sensor Fail

10-Mar-06

Multiple

Y10 string

Has been working since possible AC Reset back on 3-Mar-06 5o no action is needed as of this writing

8-Apr-06

30-Apr-06

9:45:00

17:28:00

PN1QS2 Brk #1

PN5Q52 Brk #9

2006-Apr-08 09:45:00 W. Louie has been notified of 11 iceball temp out of range alarms for Blue and Yell

in sector 1 that started coming in around 08:00. 2006-Apr-08 11:45:00 As prompted by STAR, an agreement

as been reached to extend the store by one hour. D. Bruno has informed the MCR that the iceball breaker
sector 1 will need to be reset by CAS after the current store is dumped. PHENIX will also meke a short acc
at that time. 2006-Apr-08 13:35:00 Setup is off. After performing some beam diagnostics at store, the bear
has been aborted. CAS, STAR, and PHENIX are making RHIC accesses now. cfe-8b-blm2 wes reset to cle
 suspended task. 2006-Apr-08 14:05:00 T. Costanzo and J. Decicco have successfully reset breaker #1 at
panel PN1Q5?2 to restore the iceball heater tree power in sector 1. Don has confirmed that the lead low temy
alarms are in the process of clearing.

MCR: 2006-Apr-30 18:56:53 G. Ganetis is contacted at the request of Cryo regarding temperature out of ra
alarms that have been received. 2006-Apr-30 19:11:32 G. Ganetis reports that the heaters are off for 5 o'l
rotators. He indicates that the heaters will need to be reset at the end of the store. Contacting D. Bruno who
will give CAS instructions on how t0 revive the heaters. CAS: 2006-May-01 01:21:50 Had to reset a breal
for the heaters to stop the ice balls from forming at RHIC sector 5. Found that the breaker was in the voltage

range of 240v and below and suited up in the appropriate PPE. Also had 2 person that were trined to operate

the breaker. Reset breaker #9 in panel pnl5QS2 as per D. Bruno. [rhic]

Breaker Trip

Breaker Trip

1-May-06

2:07:

9

PN5QS2 Brk #9

2006-May-01 06:00:00 Cryo reports that the ice-ball proble in sector 5 has not cleared. This problem will
require revisiting when this store ends. Ice Team Granted permissionat 11:00, keys in hand at 11:18.
Problems Found: Hypot of Klixons to 300 volts, one failed at 200 volts at BS-Rot3-12 (2nd back from DX
Magnet). Also discovered a Fan fail on Y5-rot3-12 (2nd back from DX Magnet). Due to time restrictions
the Mechanical instillation, Team safely applied new fan on top of original. (Should be looked at next
maintenance day) Keys returned: 13:50.

d

Breaker Trip

3-May-06

10-May

10:26:21

Maint

Y10 string

Y10 String

nd repl
Ref to May 332000000388C2F28. Data base updated and restarted. BIK and W. Loiue

System showing entire string fails (not responding). Put on the maintenance day st for access to investiga
possible loose wiring connection.
Ice Team found Sensor Y10-02TB(¢ a

laced with ID #:

Sensor Fail

Repair

11-May

21-May

5:17:20

40547

PN1QS2 Brk #1

Temp String

“Temp Out of Range for Blue and Yellow DX thru Q4 Magnets in Sector 1. Ice Team granted access at 08:
o locate problem. May-11-2006 13:04, a ground fault circuit breaker that feeds the sector 1 Dx-Q4 magnef
tree heaters and thermostats in sector 1 tripped this morning. After resetting it once the problem had to be
investigated because it tripped again after 10 minutes. Rich Conte and Joe Drozd hi-potted each thermostat
and heater on this string. They narrowed the problem down to 2 thermostats on the yellow Q2 tree. One
thermostat on the extension tube was replaced and re-connected with it heater. The other heater was workil
and we don'tbelieve it was  problem but it would have taken a very long time to replace its associated
thermostat so this thermostat and heater were left disconnected and a fan was placed here to stop ice from
developing. On the next maintenance day we replace this thermostat and reconnect it and the heater to the
circuit, -Don Bruno [rhic] [ps]

Alarm Log indicated IceBall No LabView Data and cleared at 05:28:13. No explanation found s of this
writing.

0

ng

Breaker Trip

IceBall Data

21-May

16:13:32

Temp String

‘Alarm Log indicated IceBall No LabView Data and cleared at 18:17:49, No explanation found s of this
writing,

31-May

Maint

YQ2

(Reference to 11-May) Replaced YQ2 Thermostat and heater

IceBall Data
‘Thermostat /
Heater

31-May

22:36:06

PN3Q52 Br #3

W. Louie has given instructions to CAS to turn on a circuit breaker for an ice ball heater in RHIC alcove 3
sometime during the morning. G. Ganetis & company will also investigate the problem with a possible bad!
cable that cause the second ramp to fail during ths shift,

Breaker Trip

1-un

6-Jun

9:54:00

7:43:

PN3Q52 Brk #3

Temp String

3
BandY4

and 5

June 1, 2006 Tunnel Access granted due to a QLI Event, Rich Conte and Tom Nolan went in to work on th
Snake Tree heater problem in sector 3. They found high leakage current on one of the thermostats after hi-
potting them. They replaced the thermostat and the cicuit breaker is not tripping anymore.

Alarm Log indicated IceBall No LabView Data and cleared at 09:28:35. No explanation found as of this

Repair

writing

IceBall Data

AGS Cold Snake Power Supplies

Data Rescached and Compiled. by Gregary 7. Heppnes



RHIC Physics Run 6

AGS Cold Snake Power Supplies

A resistor short to ground internal of the magnet required that the QPA
center tap to the resistor in parallel with the magnet load (ground wire
monitor circuit) had been removed to continue with the Polarize Proton Magnet Removed during summer
01-Apr-03 bi9-snk7-2.3 9C Blue Run. None George Ganetis shutdown and repaired.
comment by Ganetis... BIG PROBLEM!!! It looks like yo9-snk7-2.3 has
one of its magnets open. Magnet # 2 has a break in its superconductor RHIC Physics Run 2002 -
and the current is only going through its internal quench protection 2003, Daily Quench
resistor. This is the initial finding, more analysis will be done to try to find Events for the Month of |Internal Magnet Open. Removed and
17-Apr-03 | y09-snk7-2.3 9C Yellow |the cause or when this failure happened Unable to Run April 2003 repaired during summer shutdown.
Magnet removed and repair team
Pre-Run Unable to go above 30 amps due to higher then normal magnet George Ganetis / Don  found a Cold Solder Joint in the
FY04 yi7-g6 Yellow resistance. Current Limited Bruno Super Conducting wire.
Because the magnet clearance to the ground is lower then other dhX Phone call by Wing
magnets, an extra fan had been installed due to extra Ice formation Louie, November 24, More Air flow to remove
24-Nov-04 b2-dhX 2 Blue |around the tree-leads. None 2004 condensation.
D6 Shunt Buss Short to Ground had been discovered. (11-30-04) testing
in progress to isolate the problem and to decide on a fix or run with
special ops. (Problem went away when warm up was done and Hypot
testing to locate the short) The D6 Super-conducting Tap was
disconnected at the time of inspection once the magnet was opened up
29-Nov-04 D6 thru D8 10 Yellow |because it is not used and believed the short may have occurred there. George Ganetis Repaired
Q7 Shunt Buss to Q9 Short to Ground occurred and then Super-conductor
open during High Energy Testing. Magnet warmed and opened where the
problem was located in the Q3 splice. (Unexpected shutdown of Physics
to repair 29-Nov-04 problem along with this major problem. Time Down
02-Dec-04 Y12-Q3 12 Yellow |Delay = 2 1/2 weeks) George Ganetis Repaired
during the summer shutdown 05 to
try and locate the high resistance to
Blue Sector 12, Q6 Shunt Buss has an 83 uohm resistance when a smaller group of magnets for the
12Q6 12 Blue | powered to 120 amps during the Proton 205 Gev test. George Ganetis next cold run.
AGS Cold History in the making, First Cryogenic Cooled Magnet placed into the
30-Mar-05 Snake AGS | Orange AGS Ring! Commissioning Run Gregory P. Heppner WORKS!!
Physics indicated that magnet YO4-CQS9 at the end of the yo5-sxd
sextupole string was in a reverse polarity state. Switched lead at the
terminal block (power side) so now Power Lead BLK is on #3 + along with Fixed but has to be swapped on
Crowbar Red and Power Lead RED is on #4 - along with Crowbar Blk. G. the Magnet side not the DC Cable
04-Apr-06 yo4-cqs9 5A Yellow Heppner None Don Bruno side like it is now.

Data Researched and Compiled by Gregory P. Fteppner




ER[

HEEEE

PN

F




RHIC Physics Run 6

10-Oct-05

Prep Run 6

yo9-qgt

9C

AGS Cold Snake Power Supplies

Y09-qgt in 9C was in the OFF state on 10/8/05. This was a problem in run 4 but not run 5.
Keep an eye on this. D. Bruno

Off

26-Oct-05

Run 5

yo9-qgt

9C

Don reported that this unit tripped to the Off state twice this month. It was decided to
replace the 3U chassis with a spare unit. Supply was in standby when arrived and took a
little time to investigate D connectors and other key elements but could not get the unit to
fail. Replaced 3U chassis and used the original cards. Did notice that the CPU for the
Control Card was not properly seated whereas the pins where not centered in the socket but
rather all off to the sides of the corresponding connections. Removed unit in 7W: Nothing
obvious loose but did notice that the jumper wire used to replace the fuses did look like
cold solder joints. Re-flowed solder and unit is now in the test rack in Standby Mode. Will
continue to monitor its progress. G. Heppner

07-Nov-05

Prep Run 6

yo9-qgt

9C

Y09-qgt-ps tripped OFF again. D. Bruno

10-Nov-05

Prep Run 6

yo9-qgt

16-Nov-05

Prep Run 6

yo9-qgt

9C

Don reported that this unit still tripped to the Off state after replacing the 3U Control
chassis. Node Card Cable was the next thing to be replaced. Supply still tripped to the Off
State after this swap. J. Wilkie

Off

22-Nov-05

Prep Run 6

yo9-qgt

9C

Found yo9-qgt tripped to the off state again!!! We have already replaced the 3u chassis and
node card cable, what to do next???? D. Bruno

Off

28-Nov-05

Run 5

yil0-qgt

11A

Don reported that this unit had tripped to the Off state. No Action Taken As of this writing.

Off

17-Jan-06

Prep Run 6

yo9-qgt

9C

Don reported that this unit had tripped to the Off state. No Action Taken As of this writing.

Off

6-Feb-06

22:00:00

Blue Ring

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

11-Feb-06

23:00:00

Yellow Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. —-JLN
Yellow ring is ready for operation.

4-Feb-06

Prep Run 6

bo3-qgt

3C

Jump card swapped out because the capacitor voltage went past the Hi-VCMD tripping the
power supply on CAP-OV. Put spare card from 1007W and cap voltage didn't reach HI-
VCMD. Took spare out of floor test unit in 1007W and this card worked. Jim O. now has
all the spare cards for repair. D. Bruno

Cap-OV

8-Mar-06

11:24:17

y09-qgt

9C

While observing Alarm Page, yo9-qgt tripped again indicating "No PS / Illegal State". No
complaints from MCR, talked to Don about it and he said it has been tripping to the Off
State multiple times in addition to yi10-qgt doing the same. Put onto maintenance list.
Later after lunch | checked it at it was on! Mystery.

Off

10-Mar-06

11:26:00

yil0-qgt

11A

2006-Mar-10 11:26:00 Yi10-qgt-ps has tripped on a crowbar fault, we are unable to reset
this supply using normal methods. D. Bruno has been contacted for assistance. 2006-Mar-
10 11:45:00 D. Bruno has restored yi10-qgt-ps, he informed us that the supply has been
problematic as of late and he is planning to replace it during the next maintenance period.
(Tech Note: MCR Could not recover to the On status because they did not reset the wfg to
zero. This was still set at 7 amps and when the supply was turned on, it would immediately
crowbar)

Crowbar

15-Mar-06

maint

yil0-qgt

11A

Did a full Inspection (Shake Rattle and Rolled chssis, checked all D connectors, AC Power
Points, Opened 3U Chassis for internal inspection of loose connections, possible Control
Card sensitive to the touch (found CPU chip not aligned properly in the socket), other then
that, found no obvious problems. Talked to Experts and decided to jump out the HKPS
Under voltage circuit by removing pins 5 (Green) and 6 (Blue) from the J16 Molex
connector on the Backplane board and replaced with a jumper. This will not harm any
operations of the Gamma-T but will allow us to further investigate this circuit within the
HKPS. GH

Off

15-Mar-06

maint

yo9-qgt

9C

Jumped out the HKPS Under voltage circuit by removing pins 5 (Green) and 6 (Blue) from
the J16 Molex connector on the Backplane board and replaced with a jumper. This will not
harm any operations of the Gamma-T but will allow us to further investigate this circuit
within the HKPS. GH

Off

Data Researched and Compited by Gregory 9. Heppner




RHIC Physics Run 6

Date

05-Aug-05

02-Feb-06

6-Feb-06
11-Feb-06
11-Feb-06

15-Feb-06

22-Feb-06

1-Mar-06

24-Mar-06

4-Apr-06

4-Apr-06

8-Jun-06

8-Jun-06

9-Jun-06

10-Jun-06

10-Jun-06

12-Jun-06

21-Jun-06

24-Jun-06

Time

Prep for
Run 6

Prep for
Run 6

22:00:00

23:00:00
Prep for 6

23:23:05

check

maint

Repair
Update

9:20:00

Uns-Maint

maint

maint

20:42:57

13:31:16

13:31:16

2:08:27

14:51:49

7:11:44

I-dent SIN Loc.

¥i2-q89 5 28

y4-q89 16 8

Blue Ring

Yellow Ring
Yi10-g89 68

Y6-q89 1 68

b8-89 88

b8-89 88

¥6-q89 1

12089 124

12089 6 12A

big-q89 13 10A

big-q89 1 108

big-g89 10A

bi9-q89 4 108

big-q89 16 108

b6-089

i

big-q89 6 108

05-qd3 48

QLI Ref:

MS-007

Beam Abort

Beam Abort

2506 Test

2506 Test

PR-056

PR-057

PR-057

Beam Abort

PR-066

NIL

Analysis of 300 Amp Suncraft Fault ID
While testing IGBT's for failures, s/n 005 indicated no good. Also the internal Power Resistor
that is 10 ohms, was reading around 800 ohms. Replaced supply to repair same. Jeff W.
Shorted IGBT / Faulty Power Resistor

During the Summer Dynapower Re-work, this power supply would trip to the off state bringing

‘down the yellow link. Found hardware missing on the power supply side 1108 causing the node

card cable to intermit causing a loss in comunication. Jeff had added hardware. . Heppner

Supply ran fine for awhile and then began to trip to the off state once more. Possible internal

‘damage to the wiring of this J108 connector since it was not checked at the time of hardware

replacement. Supply was pulled today by Tome Noland and Jeff Wilkie and replaced with s/n

005. G. heppner off

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has been
performed. The RHIC magnets have been left at park.

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. ~JLN
Yellow ring s read for operation.

swapped out the current regulator card due to fail of Tap Test, bad relays. I-Reg Relays

23:47 Don Bruno is verifying the QLI analysis from home. ~JPJ Feb-16-2006 00:35 Don has
given instructions to the Support crew on handling y6-89. First they will swap out the current
regulator card. If this doesn' ix the problem, we will probably have to call in a specialist to swap
out the entire supply. ~JPJ, 2006-Feb-15 23:37:00 D. Bruno has been contacted to verify that

the QLI was caused by a y6-q89 power supply failure. J. Laster contacted the MCR about the
FEC problem. It has been reset to clear a suspended event helper task. 2006-Feb-15 23:55:00
Don s instructing CAS to swap out the current regulator card for y6-G89. 2006-Feb-16 00:55:0C
“The current regulator swap did not clear an error signal indication for y6-q89. CAS will swap o
the supply. 2006-Feb-16 02:20:00 T. Costanzo and J. Decicco have completed the swap of

power supply y6-q89. Don is testing it from home. 2006-Feb-16 02:38:00 Machine Setup.
Running Yellow Quench Recovery. (s/n 018 installed) Ermor

While MCR was recovering fom a QLI, Don and Joe went out to building 10088 to perform a
“Tap Test on the Current Reg Card for this supply because readbacks seemed to be off. Tapping
on the card proved to improve the readback but did not clear the problem. Current Reg Card
needs to be swapped out during the next maintenance day.

‘Tech report: Current Regulator card was replaced and the original brought back to the shop
where Jim O found the K2 Relay was faulty. He repaired the card and retumed it to spares. _ I-Reg Relays

Tech Report: 1)Soldered press fit connectors on 3u chassis backplane for DCCT and

voltage regulator. 2)Added missing hardware to MADC and Node card D connectors. 3)
Replaced hkps because the original one had 8V for the DCCT but the 300A

p.. requires 12V for the DCCT. The new hkps has 12V for the DCCT. 4)When it was first
‘turned on, after repairs 1-3 the contactor would not close because the aux set of contacts was no|
seated properly. After re-seating the aux set of contacts the p.s. appears to be fixed.

A Beam Abort took place at 21:06 on April 3, 2006. Comment by George on Apr-04-2006

00:03 The power supply that went un-stable was y12-q89-ps. It has the largest current swing tha

cause all other p.s. on the qd bus to react. -Ganetis [yellow] [ps] Tech Report: Controls failure ~ Voltage
this morning, Tech Team is replacing the supply during this down time, Unstable
Controls failure permitted an Unscheduled Maintenance to occur so s/n 006 that indicated an  Voltage
unstable voltage was replaced by the CEPS Day Crew. §/n 015 installed) TN and JW. Unstable

31-May-06: Power Supply tripped during the High Energy Ramp Test. The Current and

Voltage spike and then 3 seconds later the current jumps from -265 amps to -250 amps while

Iref remained at -265. Supply eventually failed on Error. 8-June-06: Tech Team replaced

supply with s/n 001. T. Nolan, J. Wilkie Error
New replacement s/n 001 failed High Current test. Smell of buring whenTeam investigated.

Power Supply replaced with s/n 004. T. Nolan, J. Wilkie Error

21:47 It looks like bi9-89 tripped the link. bi9-qf is nested within it but it looks like bi9-q89
went first. | turned on both p.s.s by themselves and ran them up to 2x their operating current
and they were fine now. I spoke with MCR and we decided to leave bi9-q89 alone for now and
if it trips again we can either swap out the current regulator card for bi9-q89 or the whole p.s.
We will need to call the line crew in if we have to swap out the whole p.s. because the main blue
uad must be locked out. | will call CAS now and prepare them in case this has to be done. -Dor
Bruno [rhic] [ps] Error

Jun-10-2006 14:25 Comment: It looks like bi9-q89-ps tripped the blue quench link as it did last
night. Failed at -35 amps after running a day.-Don Bruno [rhic] [ps]
CAS replaced Power Supply s/n 004 with spare s/n 016 Oscillation

Jun-10-2006 18:43 Comment: The spare that was installed in bi9-89 does not have the 15V on

the cards in the 3u control bucket. (FET, AC Phase, Ring Security Faults will not clear) There is

something wrong with it. CAS is going to get another spare. -Don Bruno [rhic] [psICAS Spare PS Not
replaced Power Supply s/n 016 with spare s/n 006(Much Time needed because this consist of ~ functioning
the Line Crew being needed and the one spare failed and the process had to be redone) properly

05:02 We found the source of the blue beam loss. Corrector supplies bo6-89,b06-f8, and bis-

f9 all show Iref Current range errors at the times of the blue beam loss at 0227 and 0408. All 3

supplies appear to be on the 6b-ps1 front end ~cjs, mes, NAK

10:05 Power Supply b6-q89 Started to Oscillate and then cleared. Bo6-qf8 and bis-gf9 where

affected because they are nested with b6-89. -G. Heppner [rhic] Oscillation

2006-Jun-21 15:07:00 We encounter a problem with bi9-q89 that likely accounts for the quench

link interlock. D. Bruno indicates that the power supply must be replaced. The line crew must be

called in to assist with locking out the upstream breakers in the substation. Supply failed at

~262.54 amps, the power supply failed. Fred Orsatti, Gregg Heppner, and Joe Drozd swapped

out bi9-q89-ps. Replaced Power Supply s/n 006 with spare s/n 016 The new one was run alone  Failed at High
up to -270A and then MCR did a hysteresis ramp with it. -Don Bruno [rhic] [ps] Current

07:20 yo5-qd3 is not coming on through the quench recovery sequence. G. Ganetis has been

contacted about the problem.

07:26 George has reset the above mentioned supply and successfully recovered the yellow

‘quench link interlock. (07:11:44, Tape stops 1st time, 07:19:24 Tape stops 2nd time, Tape

restores past yo5-qd3 at 07:37:32) AC Phase

AGS Cold Snake Power Supplies

Data Researchied and Compited. by Gregory 7. Heppnes



RHIC Physics Run 6
Date  Time Ident SN Analysis of 150 Amp Suncraft Fault ID
27ec05| sumos | yosat2 | o4 jon
27ec05| sumos | gz
[Officil Hand Ot of e Blue Fing 6 MCR for Fun 6, Machine Seup 2200G.
a6 | 220000 | Bl Ring
20T
elow Ring light L
yostas & regulstor card et il of Tap Tes, b ey 1Reg Rolays
s statusan et pag flsing bebween AC POWER, REMIOTE and AC
IPOWER, REMOTE, ON. Also sometimés NO PS, ILLEGAL STATE. We.
yitoo 108 control card andigialsoatoncar with yo0.qt2. Neither one s a problem
[Povr Supply Stus would gofam NOVPS leal STATE 1 s cofct satus.
Do tapped onthe Contol Cardandthe Digial 150 Cas. Itappeaed th o
50| wse | yosar 108 th st Suapped ot th Contol Cardand e Digal 50 card. GPH
gt e Tt e Fower Sty Voliage v 1o Zero. Don 7 -
o a et s, Don and Jo o MCR an ey are replacin he supply
s3mar0n| 115736 | bities | 51 | 28 | mcRCan [witisnot Eror
. No ctent utput 5. anp, CAS swapped ot the curent regulstor and
somar06| 52221 | btz | 61 | 12a | MCRCaN [sino8d risory of o5 Mo Quput
1608 The quench deacior n 10028 1ipoed bi1-g5 s because the . sarted
oscilate. Wo umed he . ack on ad it ran . This s th second .. in
th roblom Tom Nokan suapped th curetregulato cardout. I h problem
apr06 | 151558 | bivtes 2 | Awon
sl b. There was a crrtStoregoing ana th time 503l e could o was
| April 10, eplaced th Type 1 Buffr Cart and he redback eurned o ol
perodialychecking 5 Al the problm has ot come back. Therowasno | 12 Valueol
19.Apr06| maint | vida 48| Obsevaio| s ounds with e Buffe Card rat s pule. G. Happner P Voluge
Pyt Lyt T Y sl iy 3 s ok a5 T e
Jpower suppy hd been moved from yelow an placed intobue. Records
Physicist
10may0s| maint | bizies | s | 1 Note
iy 11012000
| magnets o 26 current nordert recoue L2104, 2006-May-LL 012700 i
injection. NOTE: Povir Supply (s 054) was working fine and ra o
11may0s| 10722 | btz | 6 | 128 | MeR |loveorFsue on
thom what PPE i eguted i th o-mall. I MCR viants bi12 144 s bo
[ps] 23:220/ 858 NOTE: Power Supply (sin 084) s wrking fneand
11-May 05| 192530 | btzied | 6 | 12 | MCR |vipoingtothe OFF s on
T 5208 1 I e e CFF s S I Co 8
Drozs justfinishd swappingout he e suply. Don Bruno [ i [ 5]
12may0s| 104700 | btz | s | A | mer sin107. on
Nops- st
2340 0n 511010 but CAS was busy orking onanoterproblem. CAS sarted | NoPS |
o wark onhis sround 004847 and was dons by 010452, They had gl Stte
(Loose D
vt 108 | mcr |swoly Comnector)
May.20-2006 00:41 Trre vasaso a problem with bo10-t-ps. AT 2328 the
koot why. il e 05k Jothan st | ooket 3t qdlotand 1 5 that
"t Quench
‘Do Buno e | (Unexpaied
botoagt w0a | wor 1(ps) qTip)
vough aystresis amp. Replaced e supply with s 057._22.0000 hysics
Runring. (CAS Notes: Do, The 25 pi D connecor seomed ight, and all
LocalNoPs
22.ay 06| 87701 | yiouas | 15 | 10n | wick oMo, comecorwas oy sighy ese . i) | gt sise|
T
2006 | 7226 | yirws | s | e Iwike AcPse
e 1208
regquistorcr for yo-t o, whic should nly ke sbout § minutes. -, whs
12:89 Tom Nolan s Gregy Heppner suapped uthe Curtent Regulatr card of
il spak o scmeone incoirls abou he TAPE prablem.-Don Bruno ic] |1-8eq Car/
9un06 | 110050 | yotiat @ Ips] Tech Report. s founs  cracked land connecting 1 the Rlay. eracked ana
“Curent|complain about moverent i 5 beam._Forter Analyss dicaied
Suich
20006 | 160000 | yooar2 | 13 | s | Owr |out DB D, GPH Butter Card
oen
203005 | 23000 | yirasz 124 FeT Faut
fora
th o connctons e tight o th e f the .. -Don Bruno (hic] o] Jun-25-
anyting loose.They also replace the contol card. 1 med yoBf2-ps o agan
8.2 suvived thehysteresis ranp. -Don Buno i (5]
20005 | 223348 | yosa2 s | erom AcPase
o 5wap outth wholeps. -Don Bruno i (3]
20n-25.2005 11:32 CAS must swap ou i becausechecking heac.
sy Dn Brun (i 5]
2505 | 102827 | bsiws | @ | ss | w AcPase
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RHIC Physics Run 6

Date

6-Feb-06

11-Feb-06

18-Feb-06

26-Feb-06

1-Mar-06

16-Mar-06

5-Apr-06

1-May-06

2-May-06
3-May-06
3-May-06

6-May-06
10-May-06

11-May-06

29-May-06

3-Jun-06

14-Jun-06

14-Jun-06

23-Jun-06

23-Jun-06

Time

22:00:00

23:00:00

21:557:58

Several

maint

11:26:11

1:48:13

7:33:23

1:34:15
8:30:00

8:30:00

239553
maint

3:54:09

8:55:42

3:48:04

10:14:26

21:12:26
5:56:57

5:56:57

I-dent

Blue Ring

Yellow Ring

Yo5-v15

bil-tv4

bil-tv4

yoB-v9

yog-v7

yoa-tv17

yo5-tv17
yoa-tvi7

yo5s-tv17

bi8-dod2
bi8-dod2

yidths

Node Card

Node Card

Node Card

Node Card
Node Card

Node Card

SIN

569
569

Loc. QLI Ref:

Snapshot

MCR

MCR

MCR
Ref May 6

NIL

NIL

NIL

N/L
N/L

N/L

Analysis of all 50 and 60 amp Correctors Fault ID
Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis reports that
Power Supply work is done for tonight. A successful ramp of the magnets has been performed. The RHIC
magnets have been left at park.

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. ~JLN Yellow ring is
ready for operation.

22:00 yoS-tv15 is off on an error signal...attempting to reset. ~JPJ, 22:16 The supply trips each time it is
turned on with a Iref error, which seems to slowly climb from zero. Looks like we'll need a tunnel access to

swap it out, ~JPJ, 22:19 Cycling it to off for a while didn't seem to clear the problem, though | may not

have waited long enough. While I'm trying this again, Don is looking at the snapshot data from home. ~JP.

22:36 yoS-tv15 power supply needs to be swapped. We'l et CAS do that while we're ramping rotators. -

CM, VP, Waldo 22:47 I tried to tur on the p.. because | wanted to try and figure out if it could be  loose

connection at the load but | don' think that the load is the problem. When it is swapped out we should have

a better idea. -Don Bruno [rhic] [ps] 23:02 Tunnel access to replace y5-tv15 is underway. The RHIC

supplies are at zero (except rotators), and the alcove 5B supplies are off. -JPJ, VHS 23:30 yo5-tv15 swap

is complete. Support is waiting in the tunnel while we run it at 1A for 5 minutes as a test. -JP 23:43 The

access is complete. yo5-tv15 is running fine. Replaced p/s with s/n 075 off/ error
MCR Reported that RHIC corrector power supply bi1-tva intermittently indicates a false lead flow fault,

which clears without intervention. Looking back into Snaopshot, this supply has a long history of coming

up with a On-Error fault that is not real since the supply continues to run. Will be checked during the next

maintenacne day. On-Error

Tech report: Team found tapping movement of the Node Card Cable would make the fault come and go. | Node Card
‘They replaced the cable and retested but could not regenerate the fault. Problem solved. BK and RFK Cable

Supply tripped on and Over Voltage, MCR was in the middle of a store so they elected to wait for assistact

Don got the call the second time it alarmed after they had tumed it back on and it tripped on Error

(13:18:51), Tech Team dispatched at 13:35:00. Checked external Magnet connections and they were good

Replaced p/s with s/n 353 BK and RFK Over Voltage

Snapshot indicated that this supply first failed at 1:48:13 on an Over Temp / Over Voltage whereas the

Voltage went first from 171.864mV and suddenly dropped to -217.132mV eventually dropped to -

627.287mV then to OmV. Iref and Current seen operating at 1.93 amps, the Iref eventually began to climb,

upwards to 10 amps while the Current signal railed to -50 amps. 2006-Apr-05 04:11:02 We encounter a

power supply in RHIC that has tripped and will not reset: yo-tv7. Several attempts at resetting the supply

are unsuccessful. The trip appeared to have occurred when the ring was dropped to safe mode by MCR du¢

toa LINAC Failure. No Beam in the machine, . Bruno is called for assistance. 2006-Apr-05 05:58:29  Over Temp /
Replacement of RHIC power supply yo9-v7 is completeReplaced p/s with s/n 436 Over Voltage

While reviewing Snapshot for problems, noticed this supply had tripped o the off state whereas yod-tvi7-

ps rails to the maximum output of 50 amps even though the wig tells it to stay at zero. This p.. tripped to

the Off state and that is why the the signals all look like they go to maximurm values. This could be a ps.  IrefCurrentRang
problem or looses ac connections at the p.s. -Don Bruno [rhic] [ps] eErmor (Off)
Iref Rails to the Maximum in the Positive Direction while the Current Rails Maximum in the Negative

Direction. MCR Resets according to the Alarm Log at 01:40:39. This p.s. tripped to the Off state and that

i why the the signals all look like they go to maximum values. This could be a p.s. problem or looses ac

connections at the p.. -Don Bruno [rhic] [ps]

“Tech report: Team found Inner Cooling Fan had failed. Replaced pis with sin 415 BK and RFK Cooling Fan
Tech report: Team found loose AC Connection at the rear of the power supply. Din rail appeared to be

tight. BK and RFK

2006-May-06 03:24:00 Power supply bi8-dod2 tripped on an overtemp fault while running with a zero

setpoint. Since the fault cannot be cleared, we will leave it off for now. p? source conditioning has been

completed. Over Temp
Maintenance Day, Power Supply was swapped out andreplaced with s/n 634_BK and RFK

2006-May-11 04:00:00 yi3-thS trips on iref range error if the setpoint ramps below -1A. Greg has applied a

-2.6mm 3 bump at s=3110m to avoid the problem for now. May-11-2006, Recieved the call from Don to

enter Ring, Keys recieved at 08:50 and completed job at 10:25 (RF Area Access) Corrector Power Supply:

Yi3-th5 was replaced and tested. -B. Karpin, G. Heppner [hic] [ps] Ermor
Physics s of, a fairly severe power dip appears to have occurred. Multiple resets required, J. Drozd was  Reset Node
called in to assist CAS where he had to reset a node card in alcove 9a. Card 9A-R4

11:28:49 D. Bruno was contacted about the Reset Node Card alarms that came in overnight. 11:45:52 D.
Bruno indicates that a brief access into the ring is needed to reset the card locally, or to swap out the card

entirely. The card swap will require the supplies to be ramped to zero. Experimenters at 1010 are going to

take advantage of the access time as well. 12:25:00 CAS was able to reset the node card locally. Al power

supplies are back on. Experimenters at 10:00 have been notified. 14:12:41 Went into 1007A alcove to reset

node board for D. Bruno. [rhic] (Alcove 7A Rack #2 Supplies affected: bo6-tv3, boé-gs, bos-octf, boé-  Reset Node
octd, bob-qg, bob-ax3, bob-0ct3, bo6-dod3, bog-rot3-1.4 and bob-rot3-2.3) Card 7A-R4

Eleven corrector power supplies in the yellow fing tripped at ~1015 to the off state (no faults) for no

apparent reason. The supplies are all located on cfe-7a-ps2. We leave the supplies off for now at the reques

of K. Brown to avoid the risk of disrupting beam operations. ~LH Reset Node
Card 7A-R6

There is a "Local, Reset Node Card" yi6-tvi4, th13, tv12, thil, tv10, th, tv8, th7, tv6, thS and tva. (Cleared by

Alcove 7A, cfe-Ta-ps2, Rack #6. Don called MCR and it cleared by itself. No action taken. G. Heppner _Itself)

At21:12:26, Node Card 7A-R6 in Alcove 7A tripped all the supplies in that rack (11 in total) with a “Loca
Reset Node Card” Alarm. Don Bruno was notified and contacted CAS with the proper procedures for
replacing this chassis,

2006-Jun-14 23:35:00 CAS i entering gate 6GE3 to repair the node card i the 7a alcove.

2006-Jun-15 00:15:00 The repair of the node card in 7a is complete, the power supplies areall onand  Reset Node

tested as per D. Bruno's instructions. (Node Card Chassis Replaced) Card 7A-R6
Reset Node

Power Dip, Node Card Chassis required Manual Reset. Card 11A-R2
Reset Node

Power Dip, Node Card Chassis required Manual Reset. Card 1C-R2
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RHIC Physics Run 6

Official Hand Off of the Blue Ring to MCR for Run 6, Machine Setup 22:00 G. Ganetis
reports that Power Supply work is done for tonight. A successful ramp of the magnets has
been performed. The RHIC magnets have been left at park.

6-Feb-06 = 22:00:00  Blue Ring

2006-Feb-11 23:00:00 George is done for the night, and has given us the green light. -JLN
11-Feb-06 | 23:00:00 @ Yellow Ring Yellow ring is ready for operation.
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